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Introduction 
The following steps provide instructions for modeling StormTech chambers as a pond in the Hydraflow Hydrographs 
modeling software. This document does not address setting up a hydrograph or connecting inlet and outlet devices. 
This document is for the sole purpose of modeling the chamber stage-storage volume. 

StormTech chambers are modeled in Hydraflow Hydrographs using either the “Manual” input option or the 
“Chambers” input option. The manual input option requires the use of the StormTech Cumulative Storages 
spreadsheet to calculate the stage storage data.  Data points are then copied from the Cumulative Storage 
spreadsheet into the Manual inputs options menu when creating a pond in Hydraflow Hydrographs.  The second 
option of using the “Chambers” input in Hydraflow is recommended as it makes it easier for the user to modify pond 
size when designing the outlet controls.  

Data Inputs  

Under the Stage/Storage/Discharge setup screen select the “Chambers” option: 

i. Set the parameters for this screen as follows: 
ii. Invert Elev. Dn – Bottom of chamber foot 
iii. Shape – Arch 
iv. Rise, Span, & Barrel Length should follow the values in Table 1 

 
Table 1 

Note: Actual height and width of chambers will overestimate the provided volume. Actual height and width do               
not account for corrugation height. The values above are based on effective height and widths that simulate the 
individual chamber volumes. 

v. No. Barrels – Set to desired chamber count 
vi. Slope – 0.0% 
vii. Headers – “No” 
viii. Stone Encasement – “Yes” 
ix. Bottom Elev. – Set to bottom of stone foundation 
x. Width & Depth (minimum values) should follow the values in Table 2 

 
  

Chamber Rise ft (m) Span ft (m) Length ft (m) 

SC-160LP 0.87 (0.265) 1.41 (0.430) 7.12 (2.170) 

SC-310 1.15 (0.351) 2.30 (0.701) 7.12 (2.170) 

SC-740/DC-780 2.05 (0.625) 4.00 (1.219) 7.12 (2.170) 

SC-800 2.44 (0.744) 3.71 (1.131) 7.12 (2.170) 

MC-3500 3.50 (1.067) 5.60 (1.707) 7.12 (2.170) 

MC-4500 4.65 (1.417) 7.24 (2.207) 4.03 (1.228) 

MC-7200 4.65 (1.417) 7.46 (2.274) 6.59 (2.009) 



  

 

Table 2 

 
 
 
 
 
 
 
 
 
 
 
 

 
xi. Voids – 40.0% 

 
a. Modeling the end caps for the MC-3500, MC-4500 and MC-7200 is achieved by increasing 

the chamber count based on an estimated ratio. One additional chamber or “barrel” shall be 
added for every four MC-3500 End Caps. Two additional chambers or “barrels” shall be 
added for every three MC-4500 End Caps. Two additional chambers or “barrels” shall be 
added for every five MC-7200 End Caps. 

 
b. Note this method does not account for stone around the perimeter of the bed or around the 

manifolds. Perimeter stone can be included in the total volume by adjusting the “Width” 
value. The method for setting the new width value is as follows: 

𝑊𝑖𝑑𝑡ℎ =  
𝐴𝑟𝑒𝑎 𝑜𝑓 𝐵𝑒𝑑

(𝑁𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝐵𝑎𝑟𝑟𝑒𝑙𝑠 × 𝐵𝑎𝑟𝑟𝑒𝑙 𝐿𝑒𝑛𝑔𝑡ℎ)
 

Examples 
The two layouts below contain 152 MC-3500 chambers in 8 rows (16 end caps). As per the guidance above, we will 
model 156 chambers (the 16 end caps convert to approximately 4 additional chambers). The first set of drawings 
show the dimensions assuming minimum spacing and offsets for the stone perimeter specified for an MC-3500 
chamber. The second set of drawings accounts for the addition of manifolds, an irregular shape, and the inclusion of 
perimeter stone for an MC-3500 chamber. Both examples have been shown with Imperial units. 

 

  

Chamber Width ft (m) Depth ft (m) 

SC-160LP 2.083 (0.635) 2.00 (0.610) 

SC-310 3.33 (1.015) 2.33 (0.710) 

SC-740/DC-780 4.75 (1.448) 3.50 (1.067) 

SC-800 4.75 (1.448) 3.75 (1.143) 

MC-3500 7.17 (2.185) 5.50 (1.676) 

MC-4500 9.08 (2.768) 6.75 (2.057) 

MC-7200 9.08 (2.768) 6.75 (2.057) 



  

 

Example 1: Simple Rectangular Shape 
 

Layout using Standard Chamber Dimensions and Offsets 

 

 
StormTech Stage-Storage Spreadsheet Output 

 
 

  



  

 

Hydraflow Inputs (Minimum Installation Requirements) 

 

 

Hydraflow Stage-Storage Results (Minimum Installation Requirements) 

 

 
It can be observed that there is a discrepancy between the StormTech Cumulative Storage spreadsheet and the 
Hydraflow output. However, the Hydraflow outputs produced via this method are usually within 1% of the actual 
value. In this example, the difference is less than 1.0% of the actual. 

  



  

 

Example 2: Inclusion of Manifolds, Irregular Shapes, and Perimeter Stone 
 

Layout Including Additional Perimeter Stone for Manifolds 

 
 

StormTech Stage-Storage Spreadsheet Output (Including Manifold & Perimeter Stone) 

 

 
Calculating “Width” 

𝑊𝑖𝑑𝑡ℎ =  
𝐴𝑟𝑒𝑎 𝑜𝑓 𝐵𝑒𝑑

(𝑁𝑢𝑚𝑏𝑒𝑟 𝑜𝑓 𝐵𝑎𝑟𝑟𝑒𝑙𝑠 × 𝐵𝑎𝑟𝑟𝑒𝑙 𝐿𝑒𝑛𝑔𝑡ℎ)
=  

8,337 𝑠𝑓

(156 𝐵𝑎𝑟𝑟𝑒𝑙𝑠 × 7.17 𝑓𝑡)
≈ 7.45 𝑓𝑡 

  



  

 

Hydraflow Inputs (Manifolds & Perimeter Included) 

 

Note: 16 end caps convert to approximately 4 additional barrels for a total of 156 

 
Hydraflow Stage-Storage Results (Manifolds & Perimeter Included) 

 

With added complexity, the addition of manifold offsets, and inclusion of perimeter stone the Hydraflow outputs can 
have a higher percent deviation than that shown in Example 1. For this example, the percent difference is 
approximately 1.0%. 

 

 

The ADS logo and the Green Stripe are registered trademarks of Advanced Drainage Systems, Inc. 
StormTech® is a registered trademark of StormTech, Inc.  
© 2024 Advanced Drainage Systems, Inc.  TN 6.35 March 2024 

 


